DATE

BY

128+53.50, 31.63" LT
NEW FIRE HYDRANT FH-1
W/AUXILARY VALVE AND
VALVE BOX.

129+78.66, 28.92' LT
D.I. W.M. BEND, 45°, 10"

129+69.68, 21.08' LT

D.I. W.M. BEND, 45°¢, 10"

EXIST.

62

.0.W.

131+12.58, 21.08’ LT
D.I. W.M. BEND, 45°

131+03.62, 28.92' LT
D.I. W.M. BEND, 45° 10"

132+27.76, 56.41' LT - 10" STUB W/CAP
132+27.76, 52.41" LT
10" GATE VALVE IN
VAULT VV-3, TYA, 59
TYl FR CL
132+27.75, 38.52° LT

10"

MAINTAIN 18’ SEP.

132427.75, 21.08" LT
10” X 10” WM. TEE
131+31.12, 31.63' LT

NEW FIRE HYDRANT FH-2
W/AUXILARY VALVE AND

VALVE BOX.

107 X

PR. WM/STM XING
MAINTAIN 18"

6 W.M.

TEE

MO

- 131+27.76, 42.70° LT
Ll 10" X 8’ W.M. TEE
w

24

—

wvy

Z

<

[&)

24

132+31.71, 42.70" LT

VALVE VAULT VV-4, TYA, 5@, TYL FR CL
8" TAPPING VALVE & SLEEVE

CONNECT TO EX. W.M.
(PRESSURE),

8"

132+44.44, 38.52" LT
NEW FIRE HYDRANT FH-3
W/AUXILARY VALVE AND

VALVE BOX.

132+31.52, 30.72" LT

CUT & CAP EX.

8" W.M. (2)

MAINTAIN 18"
N VERT. SEP.

PR. WM/STM XING

PR. WM/STM XING
MAINTAIN 18
VERT. SEP.
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& PROPOSED STORM STRUCTURE 128+53.50, 21.08' LT +3L11, 21.08" LT
D.I. WM. TEE, 10” X 6" D.I. W.M. TEE, 10” X 6"
PROPOSED STORM SEWER
[R] STRUCTURE TO BE REMOVED
(&) VALVE VAULT TO BE ADJUSTED
STRUCTURE TO BE ABANDONED
STRUCTURE TO BE ADJUSTED
M
s STRUCTURE TO BE CLEANED
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